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FLOOR PLAN LEGEND

FLOOR PLAN KEY NOTES

FLOOR  PLAN NOTES

0

0

DENOTES CONCRETE COLUMN 
GRIDS ONLY AT FOUNDATION LEVEL

DENOTES COLUMN GRIDS ABOVE 
PODIUM LEVEL (LEVEL 2)

INDICATES DEPRESSED OR 
DROPPED SLAB FOR WET ROOM 
MUD BED, SEE STRUCTURAL

1. GRID ABOVE SHOWN FOR COORDINATION.
2. SUMP PUMP PIT, SEE PLUMBING.  COORDINATE SIZE WITH PUMP REQUIREMENTS. PROVIDE WITH GALVANIZED STEEL 

GRATE COVER. SLOPE SLAB TO PIT 1/4" PER FOOT.
3. FLOOR DRAIN, SEE PLUMBING. SLOPE SLAB 1/4" PER FLOOR TO DRAIN.
4. SLAB ON GRADE TYPE SOG-1, SEE A013.
5. SLAB ON GRADE TYPE SOG-2, SEE A013.
6. SLAB ON GRADE TYPE SOG-3, SEE A013.
7. ASPHALT PAVING, SEE CIVIL. SLOPE TO DRAIN 2%. PROVIDE MAX 2% CROSS SLOPE AT ACCESSIBLE PARKING STALLS 

AND PATHS. PROTECT ALL WALLS DURING PAVING INSTALLATION.- SEE A4/A013 SLAB ON GRADE TYPE SOG4.
8. PARKING STALL STRIPING, SEE CIVIL.
9. AREA DRAIN, SEE PLUMBING.
10. WALK WAY/AISLE STRIPING, SEE CIVIL.
11. 4" DIAMETER, 22 GA. GALVANIZED STEEL ROUND DOWNSPOUT WITH 3 COAT FLUOROPOLYMER FINISH, ROUTE TO 

STORMWATER.
12. 8" HALF ROUND, 22 GA. GALVANIZED STEEL GUTTER WITH 3-COAT FLUOROPOLYMER FINISH.
13. ROOF TYPE RF-2, SEE A021. SLOPE 2"/12"
14. ACCESSIBLE PARKING SPACE SIGN, SEE CIVIL.
15. 6" DIAMETER PAINTED STEEL AND CONCRETE BOLLARD.
16. MINIMUM CLEAR HEIGHT OF 8' - 2" TO BE MAINTAINED IN THIS AREA FOR REQUIRED ADAM MINIMUM VAN HEIGHT.
17. 4" DIA. BOLLARD PAINTED SAFETY YELLOW. 
18. 10'-0"X10'-0" CONCRETE SLAB AT ELEVATOR ENTRY.
19. FLOOD PANEL. SEE FLOOD PROTECTION NOTES THIS SHEET.
20. PAINT EXTERIOR ELEVATOR WALLS ON FIRST FLOOR WITH 2 COATS OF DRY-LOCK PAINT AND 2 COATS OF SPECIFIED 

EXTERIOR PAINT FOR CONCRETE.
21. LOCATION OF BUILDING ADDRESS NUMBERS.

1. ALL DIMENSIONS GIVEN TO FACE OF CONCRETE, MASONRY, STUD, OR COLUMN GRID UNLESS OTHERWISE NOTED.
2. ALL LEVEL MARKS REFERENCE TOP OF SLAB UNLESS OTHERWISE NOTED.
3. IN PARKING GARAGE PAINT CMU AND CONCRETE WITH 1 COAT BLOCK FILLER AND 2 FINISH COATS. 

FLOOD PLAN NOTES

FLOOD ZONE:  AE (10)  & AE (11) (NAVD88)
FEM FIRM MAP:  45015C PANEL 0760E, DATED 12/07/18
BASE FLOOD ELEVATION:  10.98' (NGVD29)
DESIGN FLOOD ELEVATION:12.98' (NGVD29)

1. PRIOR TO CONSTRUCTION, AN APPROPRIATE BUILDING OFFICIAL WITH THE CITY OF CHARLESTON SHALL VERIFY 
FLOOD ZONE.

2. BASE FLOOD ELEVATIONS ON FEM FIRM MAPS ARE BASED ON NGVD29 DATUM.
3. ELEVATIONS ON THESE DOCUMENTS ARE BASED ON NGVD29 DATUM.
4. DATUM CONVERSION: NAVD88 + .98' = NGVD29

COLUMN GRID NOTES

ALL "XX" CIRCLE COLUMN LINES SHOWN ARE STRUCTURAL COLUMN LINES FOR GENERAL CONTRACTOR TO TIE INTO 
ARCHITECTURAL COLUMN GRID.

KEYPLAN

M-09

G-10 M-08

PROJECT
NORTH

RESIDENT PARKING CALCULATION

NOTE:
1. ALL PROVIDED PARKING IS RESIDENT ONLY.
2. PROVIDE MINIMUM 98" CLEAR HEIGHT THROUGHOUT GARAGE.

FLOOD VENT SCHEDULE

ROOM NAME AREA 2 FLOOD VENTS @ 200 SQ/FT EACH

LOBBY 223 SQ/FT

TRASH 116 SQ/FT

FIRE RISER 47 SQ/FT

ROOM #

101

103

104

ELECT ROOM 54 SQ/FT105

FLOOD PROTECTION NOTES AND SCHEDULE

1. These DIAGRAMS are meant to provide a general scope of the flood protection required for the project. The flood protection sub-contractor 
will be responsible for engineering the flood protection system through delegated design. The sub-contractor will also be responsible for 
determining the exact scope of the flood protection in order to protect the buildings from flooding per the Owner, Architect and the Authority 
Having Jurisdiction. The sub-contractor’S flood protection system design cost needs to be included in the bid for the system.

2. FLOOD PANELS MUST BE STORED ON SITE WHEN NOT IN USE. COORDINATE WITH AH AND FLOOD PANEL 
FABRICATOR FOR STORAGE REQUIREMENTS.

3.   ELEVATOR  SHAFT LOCATED BELOW DESIGN FLOOD ELEVATION (DF) TO BE DRY FOOLPROOF PER FEM TB 3 AND P-936. 
DESIGN REQUIREMENTS INCLUDE:
A. SLAB ADMIXTURE COMPLETE WATERPROOFING SYSTEM - SEE A1/A013 TYPICAL
B. WALL WATERPROOFING SYSTEM - SEE EXTERIOR ASSEMBLY DETAILS (RELOCK PAINT ON EXTERIOR AND 

OXEYE ADD MIXTURE TO REINF WALLS)
AC. REMOVABLE FLOODPLAIN AT ELEVATOR DOOR. REMOVE JAMBS WHEN NOT IN USE. PAINT FASTENERS TO MATCH 
ADJACENT MATERIAL. ADMIXTURE TO EXTEND BELOW ALL FLOOD PANELS DOWN TO AND INCLUDING CONC SHAFT SLAB.
D. SUMP PUMP TO REMOVE WATER ACCUMULATION FROM SEEPAGE DURING A FLOOD EVENT.
FA. WALLS DESIGNED TO WITHSTAND LOADING FROM FLOOD EVENT UP TO BASE FLOOD ELEVATION. ACE 24-14.

4. FE, DF AND REQ'D DF IN CONSTRUCTION DOCUMENTS BASED ON FLOOD MAPS, RECORDED COMER/LONER AND BUILDING 
LEVEL 1 ELEVATIONS AT THE TIME OF PERMIT SUBMISSION. CONFIRM FINAL DATA WITH OWNER, ARCHITECT AND CIVIL 
ENGINEER PRIOR TO ENVELOPE CONSTRUCTION AND  FLOODPLAIN FABRICATION.  BASE FLOOD ELEVATION 10.98' SEE 
CIVIL C1.3, DESIGN FLOOD ELEVATION = 10.98' + 2.0' = 12.98'. FIRST FLOOR ELEVATION 9.9. SEE CIVIL C3.1.

5. PER FEM FLOOD RESISTANT DESIGN & CONSTRUCTION (ACE/SERI 24005) SECTION 6.2.2 ITEM 3; AT LEAST 1 PRIMARY MEANS 
OF EGRESS WILL PROVIDE UNRESTRICTED EXISTING DURING A FLOOD EVENT. FLOOD PANEL MUST BE OPERABLE OR 
STAIR DESIGNED TO FLOOD.

6. UTILITIES (FEM P-348):
A. ALL PRIMARY VAC, ELECTRICAL, PLUMBING, FUEL SYSTEM, AND CONVEYING COMPONENTS (INCLUDING HUNS, CONTROL 

PANELS, GENERATORS, DOMESTIC WATER HEATERS, ELEVATORS) TO BE PROTECTED ELEVATED ABOVE DF. 
B. ALL SECONDARY VAC, ELECTRICAL, PLUMBING AND FUEL SYSTEM COMPONENTS (INCLUDING GRILLS, REGISTERS, 

ELECTRICAL DEVICES AND PLUMBING FIXTURES) TO BE LOCATED ABOVE DF OR DESIGNED TO PREVENT WATER ENTRY, 
RESIST FLOOD FORCES AND BE FUNCTIONALLY DISPLAYABLE FROM THE REST OF THE SYSTEM.

7. STRUCTURAL AND FINISH MATERIALS:
A. MATERIALS AT THE INTERIOR OF THE DRY FOOLPROOF PORTION OF THE BUILDINGS ARE NOT REQUIRED TO BE FLOOD 

DAMAGE RESISTANT (FEM TB 3, TABLE 1. ACE 24-05)
B. MATERIALS IN ENCLOSURES NOT DRY FOOLPROOF, WITH THE EXCEPTION OF UNFINISHED AREAS USED FOR PARKING 

OF VEHICLES, BUILDING ACCESS OR STORAGE, SHALL BE NIP CLASS 4 AND 5 ONLY. (FEM TB 2)

8. ALL ENCLOSED NON PARKING PORTIONS OF THE BUILDING, LOCATED BELOW DF TO BE WET FOOLPROOF 
(FP). DESIGN REQUIREMENTS INCLUDES:

A. WATER SHALL BE ALLOWED TO ENTER AND EXIT FREELY, USING FLOOD VENTS TO EQUALIZE HYDROSTATIC 
FORCES.

B. FLOOD DAMAGE RESISTANT STRUCTURAL AND FINISH MATERIALS (TYPE 4 AND 5).
AC. RAISED PLATFORM FOR ACCESS AND MOUNTING OF EQUIPMENT ABOVE DF. PLATFORM TO INCLUDE 

PERMANENT LADDER AND JOSHUA FALL PROTECTION RAIL.

2 FLOOD VENTS @ 200 SQ/FT EACH

2 FLOOD VENTS @ 200 SQ/FT EACH

2 FLOOD VENTS @ 200 SQ/FT EACH

2 FLOOD VENTS @ 200 SQ/FT EACH

WET FOOLPROOF 
AREA

DRY FOOLPROOF 
AREA

FV1 = FLOOD VENT

LEGEND - FLOOD PROTECTION

REMOVABLE FLOODPANEL AT 
ELEVATOR DOOR. ESTIMATED 
LENGTH - ASSUMES AP + 8" 
EACH SIDE. FINAL LENGTH TO 
BE DETERMINED BY PANEL 
FABRICATOR.
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PARKING COUNT

Type Comments Count

1

9' x 16' 3

9' x 18' 30

ADA 9' x 18' (8' AISLE) 1

GRAND TOTAL 35
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NO. DATE DESCRIPTION BY

0 10/22/2021 ISSUED FOR PERMIT MPS

1 06/21/2022 ISSUED FOR
CONSTRUCTION

MPS

7 5/12/22 RFI 0004 COLUMN LINE
EDGE OF SLAB
COORDINATION

MPS

8 06/02/22 PERMIT RESUBMITTAL MPS

10 08/31/2022 ELEVATOR SHAFT
ADJUSTMENTS

MPS

17 Date 18 RFI 0033 Door
Clarification

MPS

b'Stucco Air Barrier VE'

b'Stucco Air Barrier VE'

b'FV1'

b'RFI 004 Column Line/EOS'

b'RFI 008 FV Tag'

b'RFI  022 Dims for columns and concrete in reference to Unit Storage screen walls'

b'RFI 007 Added Flood Vents'

b'RFI 012 Unit Storage Floor Type'

b'RFI #33  G10 Door Clarifications'

b'RFI#0022 \\055 G10 Missing Dimensions for Cols & Shear Walls'

b'RFI 0060 G10 Lobby To Garage Door and Sidelight Change'

b'RFI 082 Storefront Low Roof'
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FLOOR PLAN LEGEND

FLOOR PLAN KEY NOTES

FLOOR  PLAN NOTES

0

0

DENOTES CONCRETE COLUMN 
GRIDS ONLY AT FOUNDATION LEVEL

DENOTES COLUMN GRIDS ABOVE 
PODIUM LEVEL (LEVEL 2)

INDICATES DEPRESSED OR 
DROPPED SLAB FOR WET ROOM 
MUD BED, SEE STRUCTURAL

1. GRID ABOVE SHOWN FOR COORDINATION.
2. SUMP PUMP PIT, SEE PLUMBING.  COORDINATE SIZE WITH PUMP REQUIREMENTS. PROVIDE WITH GALVANIZED STEEL 

GRATE COVER. SLOPE SLAB TO PIT 1/4" PER FOOT.
3. FLOOR DRAIN, SEE PLUMBING. SLOPE SLAB 1/4" PER FLOOR TO DRAIN.
4. SLAB ON GRADE TYPE SOG-1, SEE A013.
5. SLAB ON GRADE TYPE SOG-2, SEE A013.
6. SLAB ON GRADE TYPE SOG-3, SEE A013.
7. ASPHALT PAVING, SEE CIVIL. SLOPE TO DRAIN 2%. PROVIDE MAX 2% CROSS SLOPE AT ACCESSIBLE PARKING STALLS 

AND PATHS. PROTECT ALL WALLS DURING PAVING INSTALLATION.- SEE A4/A013 SLAB ON GRADE TYPE SOG4.
8. PARKING STALL STRIPING, SEE CIVIL.
9. AREA DRAIN, SEE PLUMBING.
10. WALK WAY/AISLE STRIPING, SEE CIVIL.
11. 4" DIAMETER, 22 GA. GALVANIZED STEEL ROUND DOWNSPOUT WITH 3 COAT FLUOROPOLYMER FINISH, ROUTE TO 

STORMWATER.
12. 8" HALF ROUND, 22 GA. GALVANIZED STEEL GUTTER WITH 3-COAT FLUOROPOLYMER FINISH.
13. ROOF TYPE RF-2, SEE A021. SLOPE 2"/12"
14. ACCESSIBLE PARKING SPACE SIGN, SEE CIVIL.
15. 6" DIAMETER PAINTED STEEL AND CONCRETE BOLLARD.
16. MINIMUM CLEAR HEIGHT OF 8' - 2" TO BE MAINTAINED IN THIS AREA FOR REQUIRED ADAM MINIMUM VAN HEIGHT.
17. 4" DIA. BOLLARD PAINTED SAFETY YELLOW. 
18. 10'-0"X10'-0" CONCRETE SLAB AT ELEVATOR ENTRY.
19. FLOOD PANEL. SEE FLOOD PROTECTION NOTES THIS SHEET.
20. PAINT EXTERIOR ELEVATOR WALLS ON FIRST FLOOR WITH 2 COATS OF DRY-LOCK PAINT AND 2 COATS OF SPECIFIED 

EXTERIOR PAINT FOR CONCRETE.
21. LOCATION OF BUILDING ADDRESS NUMBERS.

1. ALL DIMENSIONS GIVEN TO FACE OF CONCRETE, MASONRY, STUD, OR COLUMN GRID UNLESS OTHERWISE NOTED.
2. ALL LEVEL MARKS REFERENCE TOP OF SLAB UNLESS OTHERWISE NOTED.
3. IN PARKING GARAGE PAINT CMU AND CONCRETE WITH 1 COAT BLOCK FILLER AND 2 FINISH COATS. 

FLOOD PLAN NOTES

FLOOD ZONE:  AE (10)  & AE (11) (NAVD88)
FEM FIRM MAP:  45015C PANEL 0760E, DATED 12/07/18
BASE FLOOD ELEVATION:  10.98' (NGVD29)
DESIGN FLOOD ELEVATION:12.98' (NGVD29)

1. PRIOR TO CONSTRUCTION, AN APPROPRIATE BUILDING OFFICIAL WITH THE CITY OF CHARLESTON SHALL VERIFY 
FLOOD ZONE.

2. BASE FLOOD ELEVATIONS ON FEM FIRM MAPS ARE BASED ON NGVD29 DATUM.
3. ELEVATIONS ON THESE DOCUMENTS ARE BASED ON NGVD29 DATUM.
4. DATUM CONVERSION: NAVD88 + .98' = NGVD29

COLUMN GRID NOTES

ALL "XX" CIRCLE COLUMN LINES SHOWN ARE STRUCTURAL COLUMN LINES FOR GENERAL CONTRACTOR TO TIE INTO 
ARCHITECTURAL COLUMN GRID.
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NO. DATE DESCRIPTION BY

0 10/22/2021 ISSUED FOR PERMIT MPS

1 06/21/2022 ISSUED FOR
CONSTRUCTION

MPS

7 5/12/22 RFI 0004 COLUMN LINE
EDGE OF SLAB
COORDINATION

MPS

10 08/31/2022 ELEVATOR SHAFT
ADJUSTMENTS

MPS

18 06/19/2023 CITY PERMIT UPDATES MPS

b'Stucco Air Barrier VE'

b'Stucco Air Barrier VE'

b'RFI 004 Column Line/EOS Coordination'

b'RFI 002 Patio Sections & Details'

b'RFI #0029 \\055 Edge of Slab Clarification Vs Section A2/A332'

b'A407.1 Unit 1021 Buyer Change Floor Plan'

b'A406.1 Unit 1022 Buyer Change Floor Plan'

b'A403.1 Unit 1023 Buyer Change Floor Plan'

b'A404.1 Unit 1024 Buyer Change Floor Plan'

b'A401.1 Unit 1025 Buyer Change Floor Plan'

b'A402.1 Unit 1026 Buyer Change Floor Plan'

b'RFI 050 G10 Exterior Wall Type Clarification'

b'RFI 0062 G10 Shower Niches'

b'RFI 085 Cabinet Framing Conflict in 2 & 5 Stack'
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FLOOR PLAN LEGEND

FLOOR PLAN KEY NOTES

FLOOR  PLAN NOTES

0

0

DENOTES CONCRETE COLUMN 
GRIDS ONLY AT FOUNDATION LEVEL

DENOTES COLUMN GRIDS ABOVE 
PODIUM LEVEL (LEVEL 2)

INDICATES DEPRESSED OR 
DROPPED SLAB FOR WET ROOM 
MUD BED, SEE STRUCTURAL

1. GRID ABOVE SHOWN FOR COORDINATION.
2. SUMP PUMP PIT, SEE PLUMBING.  COORDINATE SIZE WITH PUMP REQUIREMENTS. PROVIDE WITH GALVANIZED STEEL 

GRATE COVER. SLOPE SLAB TO PIT 1/4" PER FOOT.
3. FLOOR DRAIN, SEE PLUMBING. SLOPE SLAB 1/4" PER FLOOR TO DRAIN.
4. SLAB ON GRADE TYPE SOG-1, SEE A013.
5. SLAB ON GRADE TYPE SOG-2, SEE A013.
6. SLAB ON GRADE TYPE SOG-3, SEE A013.
7. ASPHALT PAVING, SEE CIVIL. SLOPE TO DRAIN 2%. PROVIDE MAX 2% CROSS SLOPE AT ACCESSIBLE PARKING STALLS 

AND PATHS. PROTECT ALL WALLS DURING PAVING INSTALLATION.- SEE A4/A013 SLAB ON GRADE TYPE SOG4.
8. PARKING STALL STRIPING, SEE CIVIL.
9. AREA DRAIN, SEE PLUMBING.
10. WALK WAY/AISLE STRIPING, SEE CIVIL.
11. 4" DIAMETER, 22 GA. GALVANIZED STEEL ROUND DOWNSPOUT WITH 3 COAT FLUOROPOLYMER FINISH, ROUTE TO 

STORMWATER.
12. 8" HALF ROUND, 22 GA. GALVANIZED STEEL GUTTER WITH 3-COAT FLUOROPOLYMER FINISH.
13. ROOF TYPE RF-2, SEE A021. SLOPE 2"/12"
14. ACCESSIBLE PARKING SPACE SIGN, SEE CIVIL.
15. 6" DIAMETER PAINTED STEEL AND CONCRETE BOLLARD.
16. MINIMUM CLEAR HEIGHT OF 8' - 2" TO BE MAINTAINED IN THIS AREA FOR REQUIRED ADAM MINIMUM VAN HEIGHT.
17. 4" DIA. BOLLARD PAINTED SAFETY YELLOW. 
18. 10'-0"X10'-0" CONCRETE SLAB AT ELEVATOR ENTRY.
19. FLOOD PANEL. SEE FLOOD PROTECTION NOTES THIS SHEET.
20. PAINT EXTERIOR ELEVATOR WALLS ON FIRST FLOOR WITH 2 COATS OF DRY-LOCK PAINT AND 2 COATS OF SPECIFIED 

EXTERIOR PAINT FOR CONCRETE.
21. LOCATION OF BUILDING ADDRESS NUMBERS.

1. ALL DIMENSIONS GIVEN TO FACE OF CONCRETE, MASONRY, STUD, OR COLUMN GRID UNLESS OTHERWISE NOTED.
2. ALL LEVEL MARKS REFERENCE TOP OF SLAB UNLESS OTHERWISE NOTED.
3. IN PARKING GARAGE PAINT CMU AND CONCRETE WITH 1 COAT BLOCK FILLER AND 2 FINISH COATS. 

FLOOD PLAN NOTES

FLOOD ZONE:  AE (10)  & AE (11) (NAVD88)
FEM FIRM MAP:  45015C PANEL 0760E, DATED 12/07/18
BASE FLOOD ELEVATION:  10.98' (NGVD29)
DESIGN FLOOD ELEVATION:12.98' (NGVD29)

1. PRIOR TO CONSTRUCTION, AN APPROPRIATE BUILDING OFFICIAL WITH THE CITY OF CHARLESTON SHALL VERIFY 
FLOOD ZONE.

2. BASE FLOOD ELEVATIONS ON FEM FIRM MAPS ARE BASED ON NGVD29 DATUM.
3. ELEVATIONS ON THESE DOCUMENTS ARE BASED ON NGVD29 DATUM.
4. DATUM CONVERSION: NAVD88 + .98' = NGVD29

COLUMN GRID NOTES

ALL "XX" CIRCLE COLUMN LINES SHOWN ARE STRUCTURAL COLUMN LINES FOR GENERAL CONTRACTOR TO TIE INTO 
ARCHITECTURAL COLUMN GRID.
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NO. DATE DESCRIPTION BY

0 10/22/2021 ISSUED FOR PERMIT MPS

1 06/21/2022 ISSUED FOR
CONSTRUCTION

MPS

7 5/12/22 RFI 0004 COLUMN LINE
EDGE OF SLAB
COORDINATION

MPS

10 08/31/2022 ELEVATOR SHAFT
ADJUSTMENTS

MPS

18 06/19/2023 CITY PERMIT UPDATES MPS

20 03/23/2023 RFI 44 3rd & 4th REINF
Clarifications

b'Stucco Air Barrier VE'

b'Stucco Air Barrier VE'

b'A402.2 Unit 1031 Buyer Change Floor Plan'

b'A406.2 Unit 1032 Buyer Change Floor Plan'

b'A403.2 Unit 1033 Buyer Change Floor Plan'

b'A404.2 Unit 1034 Buyer Change Floor Plan'

b'A401.2 Unit 1035 Buyer Change Floor Plan'

b'A407.2 Unit 1031 Buyer Change Floor Plan'

b'RFI 050 G10 Exterior Wall Type Clarification'

b'RFI 0062 G10 Shower Niches'

b'RFI 044 \\055 3rd & 4th Level SOMD Reinforcement'

b'RFI 004 \\055 added structural column lines and dimensions'

b'RFI 025.1 \\055 G10 Structural Steel Back From Approval Clarifications'

b'RFI 085 Cabinet Framing Conflict in 2 & 5 Stack'
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FLOOR PLAN LEGEND

FLOOR PLAN KEY NOTES

FLOOR  PLAN NOTES

0

0

DENOTES CONCRETE COLUMN 
GRIDS ONLY AT FOUNDATION LEVEL

DENOTES COLUMN GRIDS ABOVE 
PODIUM LEVEL (LEVEL 2)

INDICATES DEPRESSED OR 
DROPPED SLAB FOR WET ROOM 
MUD BED, SEE STRUCTURAL

1. GRID ABOVE SHOWN FOR COORDINATION.
2. SUMP PUMP PIT, SEE PLUMBING.  COORDINATE SIZE WITH PUMP REQUIREMENTS. PROVIDE WITH GALVANIZED STEEL 

GRATE COVER. SLOPE SLAB TO PIT 1/4" PER FOOT.
3. FLOOR DRAIN, SEE PLUMBING. SLOPE SLAB 1/4" PER FLOOR TO DRAIN.
4. SLAB ON GRADE TYPE SOG-1, SEE A013.
5. SLAB ON GRADE TYPE SOG-2, SEE A013.
6. SLAB ON GRADE TYPE SOG-3, SEE A013.
7. ASPHALT PAVING, SEE CIVIL. SLOPE TO DRAIN 2%. PROVIDE MAX 2% CROSS SLOPE AT ACCESSIBLE PARKING STALLS 

AND PATHS. PROTECT ALL WALLS DURING PAVING INSTALLATION.- SEE A4/A013 SLAB ON GRADE TYPE SOG4.
8. PARKING STALL STRIPING, SEE CIVIL.
9. AREA DRAIN, SEE PLUMBING.
10. WALK WAY/AISLE STRIPING, SEE CIVIL.
11. 4" DIAMETER, 22 GA. GALVANIZED STEEL ROUND DOWNSPOUT WITH 3 COAT FLUOROPOLYMER FINISH, ROUTE TO 

STORMWATER.
12. 8" HALF ROUND, 22 GA. GALVANIZED STEEL GUTTER WITH 3-COAT FLUOROPOLYMER FINISH.
13. ROOF TYPE RF-2, SEE A021. SLOPE 2"/12"
14. ACCESSIBLE PARKING SPACE SIGN, SEE CIVIL.
15. 6" DIAMETER PAINTED STEEL AND CONCRETE BOLLARD.
16. MINIMUM CLEAR HEIGHT OF 8' - 2" TO BE MAINTAINED IN THIS AREA FOR REQUIRED ADAM MINIMUM VAN HEIGHT.
17. 4" DIA. BOLLARD PAINTED SAFETY YELLOW. 
18. 10'-0"X10'-0" CONCRETE SLAB AT ELEVATOR ENTRY.
19. FLOOD PANEL. SEE FLOOD PROTECTION NOTES THIS SHEET.
20. PAINT EXTERIOR ELEVATOR WALLS ON FIRST FLOOR WITH 2 COATS OF DRY-LOCK PAINT AND 2 COATS OF SPECIFIED 

EXTERIOR PAINT FOR CONCRETE.
21. LOCATION OF BUILDING ADDRESS NUMBERS.

1. ALL DIMENSIONS GIVEN TO FACE OF CONCRETE, MASONRY, STUD, OR COLUMN GRID UNLESS OTHERWISE NOTED.
2. ALL LEVEL MARKS REFERENCE TOP OF SLAB UNLESS OTHERWISE NOTED.
3. IN PARKING GARAGE PAINT CMU AND CONCRETE WITH 1 COAT BLOCK FILLER AND 2 FINISH COATS. 

FLOOD PLAN NOTES

FLOOD ZONE:  AE (10)  & AE (11) (NAVD88)
FEM FIRM MAP:  45015C PANEL 0760E, DATED 12/07/18
BASE FLOOD ELEVATION:  10.98' (NGVD29)
DESIGN FLOOD ELEVATION:12.98' (NGVD29)

1. PRIOR TO CONSTRUCTION, AN APPROPRIATE BUILDING OFFICIAL WITH THE CITY OF CHARLESTON SHALL VERIFY 
FLOOD ZONE.

2. BASE FLOOD ELEVATIONS ON FEM FIRM MAPS ARE BASED ON NGVD29 DATUM.
3. ELEVATIONS ON THESE DOCUMENTS ARE BASED ON NGVD29 DATUM.
4. DATUM CONVERSION: NAVD88 + .98' = NGVD29

COLUMN GRID NOTES

ALL "XX" CIRCLE COLUMN LINES SHOWN ARE STRUCTURAL COLUMN LINES FOR GENERAL CONTRACTOR TO TIE INTO 
ARCHITECTURAL COLUMN GRID.
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NO. DATE DESCRIPTION BY

0 10/22/2021 ISSUED FOR PERMIT MPS

1 06/21/2022 ISSUED FOR
CONSTRUCTION

MPS

7 5/12/22 RFI 0004 COLUMN LINE
EDGE OF SLAB
COORDINATION

MPS

10 08/31/2022 ELEVATOR SHAFT
ADJUSTMENTS

MPS

18 06/19/2023 CITY PERMIT UPDATES MPS

20 03/23/2023 RFI 44 3rd & 4th REINF
Clarifications

b'Stucco Air Barrier VE'

b'Stucco Air Barrier VE'

b'RFI 004 \\055 added structural column lines and dimensions'

b'RFI 044 \\055 3rd & 4th Level SOMD Reinforcement'

b'A407.3 Unit 1041 Buyer Change Floor Plan'

b'A401A.1 Unit 1042 Buyer Change Floor Plan'

b'A403.3 Unit 1043 Buyer Change Floor Plan'

b'A404.3 Unit 1044 Buyer Change Floor Plan'

b'A401.3 Unit 1045 Buyer Change Floor Plan'

b'A402.3 Unit 1046 Buyer Change Floor Plan'

b'RFI 025.1 \\055 G10 Structural Steel Back From Approval Clarifications'

b'RFI 050 G10 Exterior Wall Type Clarification'

b'RFI 0062 G10 Shower Niches'

b'RFI 059 G10 Truss Bearing at Elevator Shaft Between C.0 and C.5'

b'RFI 085 Cabinet Framing Conflict in 2 & 5 Stack'

b'RFI 081 Balcony 401 RCP/Roof Drain Coordination'

b'RFI 078 Attic Access Door Size'

b'RFI 057 Mod Bit Roof Conflict'




